
Replace the existing pole  210/47
with a 60'-1 New 60' pushbrace and 
anchor in wetlands

210A/2, 60' Pole with 2 anchors 15' leads
Change from Spacer to normal
single phase OH line with 175mil
ACSR and a 1/0 Neutral

New 210A/1, 60'-2 tangent pole

40
'

210A/3, 40'-2, 4' corner
15' lead anchor

210A/4, 40'-2
tangent

210A/5, 40'-2 pole
35' corner 15' lead anchor
+- 53' to
toilet building

210A/6, 40'-2 pole
15' corner 15' lead anchor

210A/7, 40'-2 pole
15' lead anchor
+ - 65' to building

Remove 254/6
CCI 900/6
35' in 1963

Remove 254/5
CCI 900/5
35' in 1963
Remove 25KVA
transformer

Remove 254/4
CCI 900/4
40' in 1983

Remove 254/4S
25' in 1976Remove push brace pole

254/3PB. 40' in 2015

Remove pole 254/3
CCI 900'3.40' 1953
CCI has UG from here

Remove 254/2
CCI 900/2. 45' in 1983

remove 254/1
CCI 900/1. 35' in 1953
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Existing pole 210/52
remove tap line and 10T fuse


